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LEGEND






GENERAL NOTES

A. ALL CASEWORK TO HAVE PLASTIC LAMINATE FINISH, U.N.O.

B. ALL EXPOSED COUNTERTOP CORNERS TO HAVE 2" RADIUS.

C. ALL EXPOSED COUNTERTOPS TO BE FACED WITH PVC

EDGEBANDING.

D. ALL RUN AND CAGE BANK DIMENSIONS TO BE VERIFIED BEFORE

INSTALLATION.

E. GROMMET LOCATIONS IN COUNTERTOPS TO BE VERIFIED WITH

OWNER.

F. PROVIDE BLOCKING IN WALL FOR ALL WALL MOUNTED EQUIPMENT.

G. ALL EXPOSED OUTSIDE CORNERS OF INTERIOR WALLS SHALL

HAVE CORNER GUARDS.

H. AT ALL VERTICAL TILE APPLICATIONS, INSTALL 'SCHLUTER' STRIPS

ON OUTSIDE CORNERS.

N.I.C. EQUIP. SCHEDULE

MARK


REMARKS

 

 

 

 

 

PROJECT

NORTH

A1

ARCHITECTURAL FLOOR PLAN

 











































































 

























































































































































 

 

15.409

15.409

15.409

6.560

6.560

1.801

1.801

1.801

15.470

15.470

15.551

 

6.182



11.440

11.444

6.444





11.420

11.438

















































































































































































































 




































11.420

11.322

11.420

11.401

8.320



11.322

15.502

11.401

6.402



15.404

6.512

6.501



6.402

6.402

6.501

15.501

15.501

15.501

15.413

15.413

 

 

 

 





























 





11.201

11.201

6.182

6.501

15.502

4.201

6.501

6.402

6.501

6.501

6.402

6.402

 

 

11.601

6.501

6.501

15.413



11.201

6.501

15.501








4.450











6.402

6.402










15.409

15.502

6.182

 



6.501

5.101

5.101

5.101
5.101

5.101

8.320































15.502

15.502

15.502

15.502

15.451

15.451

15.451

15.870

3.303

3.303

3.350

15.301

1.017

1.017



15.431

15.413
15.409

7.152 7.152
7.152

7.152





















15.452

7.152

7.152

15.451

15.451

5.101



15.801

15.432

2.860

15.451






 



9.616

9.616

15.501

15.501

15.501

15.501

15.501

15.501

 

11.444

























4.450

11.322

11.322

11.322

11.322

11.322





11.322

11.322

6.501

11.322

11.322






15.206

15.241

15.241

15.241

15.241

15.501

15.501

15.501

3.356

3.3563.3563.356

3.356 3.356 3.356

3.356

3.356

3.350

3.350

1.017 1.017

1.017

1.017

4.201

4.201

4.201

4.201

4.201

15.501

15.501

3.357

11.438

11.438














8.250


8.250


8.250



8.250



8.250


8.250



8.250



8.250





DIVISION 01 - GENERAL REQUIREMENTS

1.017  - LINE OF ROOF OVERHANG ABOVE

1.801  - ADA TURNING CLEARANCE

DIVISION 02 - SITE CONSTRUCTION

2.860  - 6' HIGH VINYL FENCE

DIVISION 03 - CONCRETE

3.303  - CONCRETE STOOP

3.350  - CONCRETE SIDEWALK

3.356  - CONCRETE CURB

3.357  - CONCRETE PAD

DIVISION 04 - MASONRY

4.201  -

CONCRETE MASONRY UNIT,  SEE

STRUCTURAL

4.450  - MANUFACTURED STONE VENEER

DIVISION 05 - METALS

5.101  - STEEL COLUMN - SEE STRUCTURAL

DIVISION 06 - WOOD AND PLASTICS

6.182  - PARTIAL HEIGHT INTERIOR PARTITION WALL

6.402  - PLASTIC LAMINATE WALL CABINET

6.444  - PLASTIC LAMINATE PASS-THRU CABINET

6.501  - PLASTIC LAMINATE COUNTERTOP

6.512  - 18" DEEP PLASTIC LAMINATE COUNTERTOP

6.560  - SOLID SURFACE COUNTERTOP

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.152  - DOWNSPOUT

DIVISION 08 - OPENINGS

8.250  - GUILLOTINE DOOR:  O.F.C.I.

8.320  - OVERHEAD DOOR:  AUTOMATIC

DIVISION 09 - FINISHES

9.616  -
WALK-OFF MAT:  SEE DETAIL,  F1 / A502

DIVISION 10 - SPECIALTIES

10.405  - KNOX BOX

DIVISION 11 - EQUIPMENT

11.201  - DISHWASHER - O.F.C.I.

11.322  - ROLLING  CAGE  BANK:  O.F.C.I.

11.401  - SST. FOLDING EXAM TABLE - O.F.C.I.

11.420  - CAGE BANK - O.F.C.I

11.431  - SST. RUN GATE AND PARTITIONS - O.F.C.I.

11.438  - SST. RUN GATE - O.F.C.I.

11.440  - SST. BATHING TUB - O.F.C.I.

11.444  - 5' SST. SHALLOW TUB TABLE - O.F.C.I.

11.501 T.V. MOUNT FOR  O.F.C.I.  T.V.

11.601 ADA  HEIGHT DISHWASHER  O.F.C.I.

11.701 ROOF LADDER

DIVISION 15 - MECHANICAL

15.206  - MECHANICAL UNIT - SEE MECHANICAL

15.241  - RADIANT FLOOR MANIFOLD ACCESS DOOR

15.301  - FIRE RISER

15.402  - WALL MOUNTED SINGLE UTILITY SINK

15.404  - SINGLE SCRUB SINK

15.409  - MOP SINK

15.413  - WALL MOUNTED HAND WASH SINK

15.431  - URINAL

15.432  - WASHER BOX

15.451  - HOT AND COLD HOSE BIB STATION

15.452  - COLD HOSE BIB STATION

15.470  - ADA SHOWER

15.501  - TRENCH DRAIN

15.502  - FLOOR DRAIN

15.551  - WATER HEATER

15.801  - DRYER VENT BOX

-  - -

15.870  - OXYGEN MANIFOLD

15.902
FLOOR SINK, SEE PLUMBING

6.402

10.40515.452



7.152

7.152

7.152

7.152

7.152 7.152 7.152 7.152 7.152

7.152

7.1527.152

11.431





11.501

11.501

11.501

11.501

11.501

15.502

15.902

15.451

15.451

15.451

15.451



15.801

15.432

15.801

15.432



11.438



4.201









11.438

11.438

11.438

11.438
11.438

11.438

11.438

5.101

5.101

5.101

5.101

5.101

11.431








11.701

11.701

11.701

11.701
11.701

11.438

















H B
H B

H B

H B

H B

H B
H B

H B H B

ACOUSTIC WALL

NOTE: 6" PAINTED CMU BLOCK

NOTE: NOTE:

NOTE: PLUMBING WALL

WALL TYPES

1 HOUR RATED

NOTE: PER UL U305 - BEARING WALL

 

NOTE: FOR WET AREAS USE 5/8" DENSARMOR PLUS

(WATERPROOF GYP. BD.) IN LIEU OF STANDARD GYP. BD.

WT4
TYPICAL BETWEEN ALL CANIINE RUNS



BLOCK REMOVED

WT5



NO BLOCK REMOVED

WT5a
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GENERAL NOTES

A. ALL INTERIOR WALLS TO BE WALL TYPE WT1, U.N.O.

B. ALL CASEWORK TO HAVE PLASTIC LAMINATE FINISH, U.N.O.

C. ALL EXPOSED COUNTERTOP CORNERS TO HAVE 2" RADIUS.

D. ALL EXPOSED COUNTERTOPS TO BE FACED WITH PVC

EDGEBANDING.

E. ALL RUN AND CAGE BANK DIMENSIONS TO BE VERIFIED BEFORE

INSTALLATION.

F. GROMMET LOCATIONS IN COUNTERTOPS TO BE VERIFIED WITH

OWNER.

G. PROVIDE BLOCKING IN WALL FOR ALL WALL MOUNTED EQUIPMENT.

H. ALL EXPOSED OUTSIDE CORNERS OF INTERIOR WALLS SHALL

HAVE CORNER GUARDS.

I. AT ALL VERTICAL TILE APPLICATIONS, INSTALL 'SCHLUTER' STRIPS

ON OUTSIDE CORNERS.

J. WINDOW TYPES ARE INDICATED WITH SYMBOLS ON SHEET A102

AND SHEET A201.  NOT ALL WINDOWS ARE SEEN IN PLAN.

PROJECT

NORTH

A1

DIMENSION  PLAN
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C

D

B

A

1' X 4'  LED LIGHT FIXTURE

SURFACE  MOUNTED

PAINTED GYPSUM BOARD CEILING.

S

LEGEND

O2

IV

AE

2'x4' RECESSED LED LIGHT FIXTURE

SURFACE MOUNTED LED  FIXTURE

CEILING MOUNTED SURGERY LIGHT O.F.C.I. (VERIFY

WITH OWNER EXACT TYPE,  PROVIDE J-BOX IN

CEILING), MOUNT TO SECURE STRUCTURE PER

MANUFACTURERS RECOMMENDATION - SEE DTL.

ANESTHESIA OUTLET

OXYGEN OUTLET

EXHAUST FAN ON SPRING WOUND TIMER

(15MIN. MAX) (12 AIR CHANGE/HOUR)

2 SPEED EXHAUST FAN (LOW SPEED

CONNECTED  TO HVAC FAN UNIT, HIGH

SPEED OVERRIDE BY  SPRING WOUND

TIMER ON WALL (6 AC/H, 12 AC/H)

EXHAUST FAN INTERCONNECTED TO ROOM

LIGHT (6 AC/H)

EXHAUST FAN ON SWITCH (12 AC/H)

ACOUSTICAL TILE CEILING SYSTEM TYPE No.1

24" X 24", ARMSTRONG, CIRRUS #584 (AT-1)

ACOUSTICAL TILE CEILING SYSTEM TYPE No.2

24" X 48", ARMSTRONG, ULTIMA #1913 (AT-2)

GENERAL NOTES

 

 


 


 


 


CEILING MOUNTED EXAM LIGHT O.F.C.I. (VERIFY

WITH OWNER EXACT TYPE,  PROVIDE J-BOX IN

CEILING), MOUNT TO SECURE STRUCTURE PER

MANUFACTURERS RECOMMENDATION - SEE

DTL.

CEILING MOUNTED I.V. TRACK SYSTEM  WITH

HOOKS BY 'INPRO CORP.'  1-(800) 437-2698

RECESSED MOUNTED LED FIXTURE

D - DIMMER

GLOBE LIGHT

LARGE PENDANT FIXTURE

WALL PACK

































































































































































































































A2

REFLECTED CEILING PLAN


NORTH

1'x2' INDIRECT LED LIGHT FIXTURE


































































































































































A1

PARTIAL R.C.P.
























































A6

PARTIAL R.C.P.

























































































TECTUM  CEILING PANELS

OVERHEAD DOOR

MOTOR

CEILING MOUNTED

INFRARED HEATERS

OVERHEAD DOOR

RECESSED CEILING MOUNTED AUDIO

SPEAKERS

TONGUE & GROOVE CEILING

SCONCE LIGHT





EXTERIOR  WALL  SCONCE  LIGHT
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7.152

7.152

7.152

7.152

7.1527.152
7.152

7.151

7.152

7.151

7.151

7.151

7.151

7.151

7.151

1.002

1.002

7.506

7.332

7.104

7.332

7.104

7.104

7.503

7.5037.5037.503

7.361

7.361

NORTH

A1

ROOF PLAN



7.152

7.152

7.152

7.152

7.152

7.152

7.152

7.1527.152
7.152

7.152

7.152

7.152

7.152 7.152

7.152

7.152

7.104

7.148

7.148

7.148

7.148

7.148

7.148

7.148

7.148

7.506

7.506

7.506

7.506

7.506

7.506

7.506

7.152

7.152

7.151

7.151

7.332

7.361

7.104

7.511

7.511

15.202 15.20215.20215.202

15.207

15.207

15.207

15.207

15.207

10.235

10.23510.23510.235

10.235



DIVISION 01 - GENERAL REQUIREMENTS

1.002  - LINE OF ADJACENT WALL

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.104  - ICE AND WATER SHIELD

7.148  - SCUPPER

7.151  - ROOF GUTTER

7.152  - DOWNSPOUT

7.332  - METAL ROOF PANEL

7.361  - RIDGE VENT

7.503  - PARAPET CAP

7.506  - CRICKET

7.511  - EPDM ROOFING:  FELT  BACKING

DIVISION 10 - SPECIALTIES

10.235  - FIXED LADDER FOR ROOF ACCESS

DIVISION 15 - MECHANICAL

15.202  - ROOF TOP UNIT - SEE MECHANICAL

15.207  - EVAPORATIVE COOLER - SEE MECHANICAL

15.206

15.540

15.540

15.540

15.540

15.540



ADOPTION

LICENSES

RECLAIM

SURRENDER
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E1

SOUTH  ELEVATION



A1

NORTH  ELEVATION



G1

EAST  ELEVATION



C1

WEST  ELEVATION



6.261

6.202

4.205

7.331

7.331

7.331

7.331

4.450

7.421

7.421

6.202

6.266

6.266

7.421

4.205









































































4.205

4.205

6.261

4.205













4.205

4.450

4.450

6.261

6.202

6.202

6.202

7.421

7.331

7.331

7.421

7.421

7.421
7.421

G4



EXTERIOR FINISHES 

 

  

  
 
 
 

G3

G2

G3

GENERAL NOTES

A. ALL EXPOSED WOOD TRIM TO BE STAINED WS1

(BRIGHT CHERRY SW3109-P)

G5

PAINTED

P7

TYPICAL

W1

G2

G2

G2

G4

G4

G5

PAINTED

P7

TYPICAL

G3W1W1W1

G3

G4

G5

G5G4

G4G5

5.570

5.570

5.570

5.570

5.570

5.570

16.511

16.511

16.511

16.511 16.511 16.511

15.817 15.817 15.817 15.817

16.503

16.503

16.526

16.522

16.522

16.511

7.152

7.152

7.152

7.152
7.152

7.152 7.152

7.152

7.152

7.152

7.152

7.152

7.152

7.151

7.151

7.151

7.151

7.151

7.151

7.151

7.151

7.151

6.202

7.152

4.205

7.421 6.261

4.450

7.151

16.511

4.208

4.2084.208

10.122

10.122



DIVISION 04 - MASONRY

4.205  - SPLIT FACE CMU SCORED HALFWAY AT 8"

4.208  - SMOOTH FACE CONCRETE MASONRY UNIT

4.450  - MANUFACTURED STONE VENEER

DIVISION 05 - METALS

5.570  - VERTICAL LADDER WITH WALK THROUGH

DIVISION 06 - WOOD AND PLASTICS

6.202  - ARCHITECTURAL TRIM

6.261  - EXPOSED WOOD POST

6.266  - EXPOSED WOOD TRUSS

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.151  - ROOF GUTTER

7.152  - DOWNSPOUT

7.331  - METAL ROOF PANEL SYSTEM

7.421  - HARDI BOARD SIDING

DIVISION 10 - SPECIALTIES

10.122  - 8" STAINLESS STEEL LETTERS ON STANDOFFS

DIVISION 15 - MECHANICAL

15.817  - EXHAUST VENT

DIVISION 16 - ELECTRICAL

16.503  - PENDANT LIGHT FIXTURE

16.511  - LIGHT FIXTURE

16.522  - WALL MOUNTED DOWN-LIGHT FIXTURE

16.526  - WALL SCONCE LIGHT FIXTURE

6.261

6.261

G2

G2

G3
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A1

ADOPTION LOBBY #107


A5

ADOPTION LOBBY #107



E1

ADOPTION LOBBY/RECEPTION #107


E5

ADOPTION LOBBY/RECEPTION #107



9.602

6.182

9.750

6.266

9.602

9.602 9.602

6.560

6.560

8.511

10.201

10.201

6.182

6.182

8.511

9.750

6.266

GENERAL NOTES

A. ALL CASEWORK TO HAVE PLASTIC LAMINATE FINISH, U.N.O.

B. ALL EXPOSED COUNTERTOP CORNERS TO HAVE 2" RADIUS.

C. ALL EXPOSED COUNTERTOPS TO BE FACED WITH PVC

EDGEBANDING.

D. ALL RUN AND CAGE BANK DIMENSIONS TO BE VERIFIED BEFORE

INSTALLATION.

E. GROMMET LOCATIONS IN COUNTERTOPS TO BE VERIFIED WITH

OWNER.

F. PROVIDE BLOCKING IN WALL FOR ALL WALL MOUNTED EQUIPMENT.

G. ALL EXPOSED OUTSIDE CORNERS OF INTERIOR WALLS SHALL

HAVE CORNER GUARDS.

H. AT ALL VERTICAL TILE APPLICATIONS, INSTALL 'SCHLUTER' STRIPS

ON OUTSIDE CORNERS.

I. SEE  I-SHEETS FOR FINISHES.

6.490

9.750

6.266

8.511

9.750

6.266

6.424

6.504

6.630

6.630

16.503

16.526 16.526 16.526

16.503 16.503

6.267

6.202

6.267

16.503 16.503

16.526 16.526 16.526

16.50316.503

6.202

6.202

6.267

16.50316.503

9.602 9.602



DIVISION 06 - WOOD AND PLASTICS

6.182  - PARTIAL HEIGHT INTERIOR PARTITION WALL

6.202  - ARCHITECTURAL TRIM

6.266  - EXPOSED WOOD TRUSS

6.267  - DECORATIVE WOOD HEADER

6.424  - PLASTIC LAMINATE PRINTER CABINET

6.490  - PLASTIC LAMINATE FACE

6.504  - PLASTIC LAMINATE COUNTERTOP SUPPORT

6.560  - SOLID SURFACE COUNTERTOP

6.630  - PLASTIC LAMINATE GATE

DIVISION 08 - OPENINGS

8.202  - DOOR AND FRAME AS SCHEDULED

8.511  - INTERIOR WINDOW

DIVISION 09 - FINISHES

9.513  - CERAMIC TILE FACE

9.602  - BASE AS SCHEDULED

9.750  - TONGUE AND GROVE WOOD CEILING

DIVISION 10 - SPECIALTIES

10.201  - KV BRACKET

DIVISION 16 - ELECTRICAL

16.503  - PENDANT LIGHT FIXTURE

16.526  - WALL SCONCE LIGHT FIXTURE

8.511

6.267

4.705

8.401

8.202

8.202

8.202

8.202 8.202



30x30

30x30

30x30

36x30

36x30

36x30

36x30

36x30

36x30

36x30

36x30

36x3036x3048x30

36x3036x30

30x30

30x30

48x30

36x30 36x30 36x30 36x30

36x30 36x30 36x30 36x30

30x30

30x30

30x30

30x30

30x30

48x30
48x30

48x30

48x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

30x30

FRIG.
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GENERAL NOTES

A. ALL CASEWORK TO HAVE PLASTIC LAMINATE FINISH, U.N.O.

B. ALL EXPOSED COUNTERTOP CORNERS TO HAVE 2" RADIUS.

C. ALL EXPOSED COUNTERTOPS TO BE FACED WITH PVC

EDGEBANDING.

D. ALL RUN AND CAGE BANK DIMENSIONS TO BE VERIFIED BEFORE

INSTALLATION.

E. GROMMET LOCATIONS IN COUNTERTOPS TO BE VERIFIED WITH

OWNER.

F. PROVIDE BLOCKING IN WALL FOR ALL WALL MOUNTED EQUIPMENT.

G. ALL EXPOSED OUTSIDE CORNERS OF INTERIOR WALLS SHALL

HAVE CORNER GUARDS.

H. AT ALL VERTICAL TILE APPLICATIONS, INSTALL 'SCHLUTER' STRIPS

ON OUTSIDE CORNERS.

A1

ADOPTION LOBBY #107



C3

FELINE ADOPTION #104



A7

FELINE ADOPTION #106



C1

FELINE F.P. & LAUNDRY #105



E1

CANINE F.P. / LAUNDRY #112



G1

CANINE RUNS #117



C5

SMALL DOG ADOPTION #113


C8

SMALL DOG ADOPTION #113



E4

CANINE F.P. / LAUNDRY #110


E6

PUPPY ADOPTION #116



G6

CANINE RUNS # 138



6.404

6.503

A9

FELINE ADOPTION #104



8.511

8.511

9.602

9.602

8.511
11.420

9.602

11.420

9.602

6.237

11.420

9.602 11.141

11.142

9.602

8.501

11.420

9.602

8.501

11.420

9.602

6.5036.404

9.602
9.602

4.230

11.431

1.030

11.201

11.151

8.511

11.420

6.237
11.420

9.602

E8

PUPPY ADOPTION #116



11.431

1.030

6.503

6.404

15.432

15.801

11.155

11.151

6.501

6.401

6.501

6.501

6.401

6.401

12.508
12.508

4.230



DIVISION 01 - GENERAL REQUIREMENTS

1.030  - SOFFIT

DIVISION 04 - MASONRY

4.230  - PARTIAL HEIGHT CMU PARTITION

DIVISION 06 - WOOD AND PLASTICS

6.237  - WOOD SHELF WITH MELAMINE TOP

6.267  - DECORATIVE WOOD HEADER

6.401  - PLASTIC LAMINATE BASE CABINET

6.404  - PLASTIC LAMINATE ADJUSTABLE SHELVES

6.501  - PLASTIC LAMINATE COUNTERTOP

6.503  - 4" HIGH PLASTIC LAMINATE BACKSPLASH

DIVISION 08 - OPENINGS

8.202  - DOOR AND FRAME AS SCHEDULED

8.501  - EXTERIOR WINDOW

8.511  - INTERIOR WINDOW

DIVISION 09 - FINISHES

9.602  - BASE AS SCHEDULED

DIVISION 11 - EQUIPMENT

11.141  - FULL SIZE WASHER - N.I.C.

11.142  - FULL SIZE DRYER - N.I.C.

11.151  - UNDER COUNTER REFRIGERATOR - N.I.C.

11.201 DISHWASHER - O.F.C.I.

11.420  - CAGE BANK - O.F.C.I

11.431  - SST. RUN GATE AND PARTITIONS - O.F.C.I.

DIVISION 12 - FURNISHINGS

12.508  - FOOD STORAGE BIN - N.I.C.

DIVISION 15 - MECHANICAL

15.432  - WASHER BOX

15.801  - DRYER VENT BOX

6.267 6.2676.267

8.401

8.282




1.001

8.2028.202

8.202



30x30 30x30

36x30

48x30 36x30

30x30 24x30

30x30 30x30 30x30 30x30 30x30

30x30 30x30 30x30 30x30 30x30

OPEN

36x30

48x30 36x30

30x30 24x30 30x30 30x30

30x30 30x30

OPEN
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GENERAL NOTES

A. ALL CASEWORK TO HAVE PLASTIC LAMINATE FINISH, U.N.O.

B. ALL EXPOSED COUNTERTOP CORNERS TO HAVE 2" RADIUS.

C. ALL EXPOSED COUNTERTOPS TO BE FACED WITH PVC

EDGEBANDING.

D. ALL RUN AND CAGE BANK DIMENSIONS TO BE VERIFIED BEFORE

INSTALLATION.

E. GROMMET LOCATIONS IN COUNTERTOPS TO BE VERIFIED WITH

OWNER.

F. PROVIDE BLOCKING IN WALL FOR ALL WALL MOUNTED EQUIPMENT.

G. ALL EXPOSED OUTSIDE CORNERS OF INTERIOR WALLS SHALL

HAVE CORNER GUARDS.

H. AT ALL VERTICAL TILE APPLICATIONS, INSTALL 'SCHLUTER' STRIPS

ON OUTSIDE CORNERS.

A1

INTAKE GARAGE #158



C3

INTAKE F.P./LAUNDRY/BATHE #153



E1

EXAM/TREATMENT #140



G1

EXAM/TREATMENT #140



E3

EXAM/TREATMENT #140


E4

EXAM/TREATMENT #140



G4

SURGERY #141


G6

SURGERY #141



E7

EXAM/TREATMENT #140



9.602

9.602

9.602

9.602

9.602

9.602
9.602

6.503

11.142 11.141

A5

EUTHANASIA  #159



9.602

C1

INTAKE F.P./LAUNDRY/BATHE #153



11.322

11.309

9.602

11.440

6.503

6.404

11.151

11.154

9.602

6.237

11.420

16.501

16.501

9.602

11.444

11.305

6.503

6.503

8.203

6.444 6.444

11.304

8.203

10.201

8.501

A9

EXOTIC # 137


A10

ISOLATION #157



9.602

9.602

11.420

16.101

11.201

C8

STAFF LOUNGE #147



15.404

6.401

6.501

6.512

6.470

6.403

6.401

6.401

6.401

6.501

6.501

6.501

6.501

6.402

15.432

15.801

6.402

6.503

6.401

11.322

10.201

6.501

10.201

16.501

C6

I.C.U.  #143



6.402

16.501

11.444

11.444 11.444

6.503

6.402

6.402

15.404

10.201

6.512

6.503



DIVISION 06 - WOOD AND PLASTICS

6.237  - WOOD SHELF WITH MELAMINE TOP

6.401  - PLASTIC LAMINATE BASE CABINET

6.402  - PLASTIC LAMINATE WALL CABINET

6.403  - PLASTIC LAMINATE OPEN SHELVING UNIT - ADJUSTABLE

6.404  - PLASTIC LAMINATE ADJUSTABLE SHELVES

6.444  - PLASTIC LAMINATE PASS-THRU CABINET

6.470  - PLASTIC LAMINATE MICROWAVE CABINET

6.501  - PLASTIC LAMINATE COUNTERTOP

6.503  - 4" HIGH PLASTIC LAMINATE BACKSPLASH

6.512  - 18" DEEP PLASTIC LAMINATE COUNTERTOP

DIVISION 08 - OPENINGS

8.202  - DOOR AND FRAME AS SCHEDULED

8.203  - ELIASON DOOR AS SCHEDULED

8.501  - EXTERIOR WINDOW

DIVISION 09 - FINISHES

9.602  - BASE AS SCHEDULED

DIVISION 10 - SPECIALTIES

10.201  - KV BRACKET

DIVISION 11 - EQUIPMENT

11.141  - FULL SIZE WASHER - N.I.C.

11.142  - FULL SIZE DRYER - N.I.C.

11.151  - UNDER COUNTER REFRIGERATOR - N.I.C.

11.154  - REFRIGERATOR - N.I.C.

11.201  - DISHWASHER - O.F.C.I.

11.304  - SURGERY TABLE - N.I.C.

11.305  - ROLLING GURNEY - N.I.C.

11.309  - SST. FOLDING EXAM TABLE - N.I.C.

11.322  - ROLLING CAGE BANK - N.I.C.

11.420  - CAGE BANK - O.F.C.I

11.440  - SST. BATHING TUB - O.F.C.I.

11.443  -

PLASTIC LAMINATE TUB TABLE ENCLOSURE SEE DTL

A502

11.444  - 5' SST. SHALLOW TUB TABLE - O.F.C.I.

DIVISION 15 - MECHANICAL

15.404  - SINGLE SCRUB SINK

15.432  - WASHER BOX

15.801  - DRYER VENT BOX

DIVISION 16 - ELECTRICAL

16.101  - PANDUIT RACEWAY

16.501  - EXAM LIGHT FIXTURE - O.F.C.I.

6.404

6.503

6.503

11.444

11.444

1.001

1.001

8.202
8.202

8.202

8.202

6.443

6.443

9.602



60x36

30x30 30x30

30x30 36x30 36x30 36x30 36x30

30x30 36x30 36x30 36x30 36x30

36x30

36x30

36x30

36x30

D.D.

OPEN OPEN

36x30

36x30

36x30

36x30

4' CAGE

EXISTING

4' CAGE

EXISTING

4' CAGE

EXISTING

4' CAGE

EXISTING
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GENERAL NOTES

A. ALL CASEWORK TO HAVE PLASTIC LAMINATE FINISH, U.N.O.

B. ALL EXPOSED COUNTERTOP CORNERS TO HAVE 2" RADIUS.

C. ALL EXPOSED COUNTERTOPS TO BE FACED WITH PVC

EDGEBANDING.

D. ALL RUN AND CAGE BANK DIMENSIONS TO BE VERIFIED BEFORE

INSTALLATION.

E. GROMMET LOCATIONS IN COUNTERTOPS TO BE VERIFIED WITH

OWNER.

F. PROVIDE BLOCKING IN WALL FOR ALL WALL MOUNTED EQUIPMENT.

G. ALL EXPOSED OUTSIDE CORNERS OF INTERIOR WALLS SHALL

HAVE CORNER GUARDS.

H. AT ALL VERTICAL TILE APPLICATIONS, INSTALL 'SCHLUTER' STRIPS

ON OUTSIDE CORNERS.

A1

CONFERENCE / TRAINING #132


A4

SURRENDER EXAM #131


A5

SURRENDER EXAM #131


A8

SURRENDER - LOBBY  #128



C1

SURRENDER - RECEPTION  #126



E1

EXOTIC  HOLD # 137



6.503

9.602

9.602

11.401

6.237
11.420

9.602 9.602

6.560

6.182

9.513

8.511

9.602

9.602

6.182

8.501

6.560

C5

SURRENDER  #126



10.201

6.560

8.511 8.511

9.602

6.490

6.501

6.401 6.401

6.401

6.401

6.630

E6

INTAKE EXAM #152



6.470

16.501

6.472

11.444

C7

FERAL  CAT # 139



G1

LOBBY  # 107



6.237

6.503

6.501

11.429

10.201



DIVISION 06 - WOOD AND PLASTICS

6.182  - PARTIAL HEIGHT INTERIOR PARTITION WALL

6.237  - WOOD SHELF WITH MELAMINE TOP

6.401  - PLASTIC LAMINATE BASE CABINET

6.470  - PLASTIC LAMINATE MICROWAVE CABINET

6.472  - PLASTIC LAMINATE UPPER CABINET WITH OPEN SHELF

6.490  - PLASTIC LAMINATE FACE

6.501  - PLASTIC LAMINATE COUNTERTOP

6.503  - 4" HIGH PLASTIC LAMINATE BACKSPLASH

6.560  - SOLID SURFACE COUNTERTOP

6.630  - PLASTIC LAMINATE GATE

DIVISION 08 - OPENINGS

8.202  - DOOR AND FRAME AS SCHEDULED

8.501  - EXTERIOR WINDOW

8.511  - INTERIOR WINDOW

DIVISION 09 - FINISHES

9.513  - CERAMIC TILE FACE

9.602  - BASE AS SCHEDULED

DIVISION 10 - SPECIALTIES

10.201  - KV BRACKET

DIVISION 11 - EQUIPMENT

11.401  - SST. FOLDING EXAM TABLE - O.F.C.I.

11.420  - CAGE BANK - O.F.C.I

11.429  - ROLLING CAGE BANK - O.F.C.I.

11.444  - 5' SST. SHALLOW TUB TABLE - O.F.C.I.

DIVISION 16 - ELECTRICAL

16.501  - EXAM LIGHT FIXTURE - O.F.C.I.

E3

FELINE HOLD #148



6.501

6.503

9.602

9.602

11.420

11.429

11.154

8.202 8.202
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B2

BUILDING SECTION



D2

BUILDING SECTION


D7

BUILDING SECTION

















































 



























































































































6.171

6.161

6.171

6.163

6.161

9.701

7.331

7.511

6.160

6.266

6.161

9.701

7.331

9.701

9.701

7.511

7.204
9.701








7.106 7.106

7.106
7.1067.106

6.103

6.103

6.103

6.103

4.205

4.209

4.205

7.361

7.511





7.220

7.331

15.207

15.207



DIVISION 04 - MASONRY

4.205  - 8" CONCRETE MASONRY UNIT

4.209  - SPLIT FACE CONCRETE MASONRY UNIT

DIVISION 06 - WOOD AND PLASTICS

6.103  - 2X6 WOOD STUD

6.160  - WOOD TRUSS - SEE STRUCTURAL

6.161  - WOOD JOIST - SEE STRUCTURAL

6.163  - WOOD BEAM - SEE STRUCTURAL

6.171  - WOOD LEDGER - SEE STRUCTURAL

6.266  - EXPOSED WOOD TRUSS

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.106  - VAPOR BARRIER

7.204  - R-38 BATT INSULATION

7.220  - RIGID INSULATION

7.331  - METAL ROOF PANEL SYSTEM

7.361  - RIDGE VENT

7.511  - EPDM ROOFING:  FELT BACK

DIVISION 09 - FINISHES

9.701  - FINISHED CEILING

DIVISION 15 - MECHANICAL

15.207  - EVAPORATIVE COOLER - SEE MECHANICAL
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A1

WALL SECTION









A3

WALL SECTION


A5

WALL SECTION


A6

WALL SECTION


A8

WALL SECTION


A9

WALL SECTION








































3.301

3.302

7.905

5.501

6.103

9.721

7.204

6.160

2.010

7.229

9.240

7.402

6.141

7.402

6.165

6.141

7.101

7.371

7.602

7.376

6.274

9.723

9.301

7.604

7.331

6.141

7.101

7.331

9.750

7.225

6.141

6.160

7.229

3.301

5.501

6.103

9.301

9.301

6.266

7.604

9.721

7.204

9.723

7.371

7.602

6.165

7.376

7.426

7.402

6.141

7.604

7.511

6.141

6.125

9.301

7.229

6.171

7.204

6.161

3.301

7.905

4.205

3.302

6.141

7.101

7.331

6.160

7.511

6.141

6.125

6.171

7.204

6.161

7.905

3.301

2.010

4.209

7.505

3.302

9.301

7.511

6.141

6.125

7.204

6.161

9.721

9.723

3.301

7.905

2.010

4.209

3.302

7.505

3.301

3.302

7.905

5.501

6.103

7.229

9.301

9.301

3.301

6.141

7.604

6.125

7.511

15.202

6.141

7.331

7.204

6.161

9.723

9.721

7.204

6.160

6.274



DIVISION 02 - SITE CONSTRUCTION

2.010  - EXISTING GRADE

DIVISION 03 - CONCRETE

3.301  - CONCRETE SLAB - SEE STRUCTURAL

3.302  - CONCRETE FOOTING - SEE STRUCTURAL

DIVISION 04 - MASONRY

4.205  - 8" CONCRETE MASONRY UNIT

4.209  - SPLIT FACE CONCRETE MASONRY UNIT

DIVISION 05 - METALS

5.501  - ANCHOR BOLT - SEE STRUCTURAL

DIVISION 06 - WOOD AND PLASTICS

6.103  - 2X6 WOOD STUD

6.125  - RIPPERS

6.141  - SHEATHING - SEE STRUCTURAL

6.160  - WOOD TRUSS - SEE STRUCTURAL

6.161  - WOOD JOIST - SEE STRUCTURAL

6.165  - OUTRIGGER - SEE STRUCTURAL

6.171  - WOOD LEDGER - SEE STRUCTURAL

6.266  - EXPOSED WOOD TRUSS

6.274  - DECORATIVE WOOD TRUSS

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.101  - WEATHER RESISTANT BARRIER

7.204  - R-38 BATT INSULATION

7.225  - 3 1/2" RIGID INSULATION

7.229  - 2 1/2" RIGID INSULATION

7.331  - METAL ROOF PANEL SYSTEM

7.371  - 1X FASCIA

7.376  - VENTED HARDIE BOARD SOFFIT

7.402  - BOARD AND BATTEN SIDING

7.426  - FIBER CEMENT BOARD - TRIM

7.505  - METAL CAP

7.511  - EPDM ROOFING

7.602  - METAL DRIP EDGE FLASHING

7.604  - METAL FLASHING

7.905  - 1/2" EXPANSION JOINT

DIVISION 09 - FINISHES

9.240  - 1/2" RESILIENT FURRING CHANNEL

9.301  - 5/8" GYPSUM BOARD

9.721  - ACOUSTIC CEILING TILE

9.723  - SUSPENDED CEILING SUPPORT

9.750  - TONGUE AND GROVE WOOD CEILING

DIVISION 15 - MECHANICAL

15.202  - ROOF TOP UNIT - SEE MECHANICAL
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A1

WALL SECTION


A3

WALL SECTION


A5

WALL SECTION


A9

WALL SECTION














 








































E1

WALL SECTION















3.301

3.302

7.905

5.501

6.103

9.721

7.204

6.160

2.010

7.229

9.240

7.402

6.141

7.101

7.371

7.151

7.376

9.723

9.301

7.331

7.602

7.230

7.104

3.302

7.905

5.501

6.103

9.721

6.161

2.010

7.229

6.141

4.450

9.723

9.301

7.511

6.141

6.125

6.171

7.505

7.204

6.141

7.101

7.331

7.604

6.163

6.160






































6.163

5.101

3.350

7.371

7.151

7.602

7.905

2.010

11.438

3.302

6.141

7.331

6.132

6.161

7.604

5.502

6.171

7.511

6.141

6.125

7.505

7.204

6.161

6.171

9.723

9.721

4.206

8.250

15.501 3.304

4.209

9.750

7.225

6.141

3.301

5.501

6.103

9.301

6.266

6.141

7.101

7.331

7.604

7.371

7.151

7.376

7.602

7.229

9.240

7.402

9.721

7.204

6.160

9.723

7.101

7.331

6.163

5.101

3.350

7.371

7.151

7.602

7.905

11.438

6.141

7.331

6.132

6.161

4.206

15.501

4.204



DIVISION 02 - SITE CONSTRUCTION

2.010  - EXISTING GRADE

DIVISION 03 - CONCRETE

3.301  - CONCRETE SLAB - SEE STRUCTURAL

3.302  - CONCRETE FOOTING - SEE STRUCTURAL

3.304  - SLOPE FLOOR TO DRAIN

3.350  - CONCRETE SIDEWALK

DIVISION 04 - MASONRY

4.204  - 6" PAINTED CONCRETE MASONRY UNIT

4.206  - 8" PAINTED CONCRETE MASONRY UNIT

4.209  - SCORED SPLIT FACE CONCRETE MASONRY UNIT

4.450  - MANUFACTURED STONE VENEER

DIVISION 05 - METALS

5.101  - STEEL COLUMN - SEE STRUCTURAL

5.501  - ANCHOR BOLT - SEE STRUCTURAL

5.502  - METAL HANGER

DIVISION 06 - WOOD AND PLASTICS

6.103  - 2X6 WOOD STUD

6.125  - RIPPERS

6.132  - TECTUM PANEL

6.141  - SHEATHING - SEE STRUCTURAL

6.160  - WOOD TRUSS - SEE STRUCTURAL

6.161  - WOOD JOIST - SEE STRUCTURAL

6.163  - WOOD BEAM - SEE STRUCTURAL

6.171  - WOOD LEDGER - SEE STRUCTURAL

6.266  - EXPOSED WOOD TRUSS

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.101  - WEATHER RESISTANT BARRIER

7.104  - ICE AND WATER SHIELD

7.151  - ROOF GUTTER

7.204  - R-38 BATT INSULATION

7.225  - 3 1/2" RIGID INSULATION

7.229  - 2 1/2" RIGID INSULATION

7.230  - CORAVENT

7.331  - METAL ROOF PANEL SYSTEM

7.371  - 1X FASCIA

7.376  - VENTED HARDIE BOARD SOFFIT

7.402  - BOARD AND BATTEN SIDING

7.505  - METAL CAP

7.511  - EPDM ROOFING

7.602  - METAL DRIP EDGE FLASHING

7.604  - METAL FLASHING

7.905  - 1/2" EXPANSION JOINT

DIVISION 08 - OPENINGS

8.250  - GUILLOTINE DOOR

DIVISION 09 - FINISHES

9.240  - 1/2" RESILIENT FURRING CHANNEL

9.301  - 5/8" GYPSUM BOARD

9.721  - ACOUSTIC CEILING TILE

9.723  - SUSPENDED CEILING SUPPORT

9.750  - TONGUE AND GROVE WOOD CEILING

DIVISION 11 - EQUIPMENT

11.438  - SST. RUN GATE - O.F.C.I.

DIVISION 15 - MECHANICAL

15.501  - TRENCH DRAIN
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A1

WALL SECTION





3.301

7.905

5.501

6.103

9.301



A4

WALL SECTION
























A8

WALL SECTION











9.750

7.225

6.141

3.301

8.401

6.103

9.301

6.266

6.141

7.101

7.331

7.604

7.371

7.151

7.376

7.602

7.229

9.240

7.402

9.721

7.204

6.160

9.723

7.101

7.331

8.401

6.202

4.450

7.604

6.103

9.301

3.302

2.010

7.229

6.141

4.450

7.505

6.202

8.502

6.161

7.511

6.141

6.125

6.171

7.204

8.301

6.202

4.450

7.604

6.202

8.502

7.229

9.240

7.402

6.202

6.103

9.301

6.2666.266

7.101

7.331

6.141

9.750

7.225

7.151

7.602

9.750

6.102



DIVISION 02 - SITE CONSTRUCTION

2.010  - EXISTING GRADE

DIVISION 03 - CONCRETE

3.301  - CONCRETE SLAB - SEE STRUCTURAL

3.302  - CONCRETE FOOTING - SEE STRUCTURAL

DIVISION 04 - MASONRY

4.450  - MANUFACTURED STONE VENEER

DIVISION 05 - METALS

5.501  - ANCHOR BOLT - SEE STRUCTURAL

DIVISION 06 - WOOD AND PLASTICS

6.102  - 2X4 WOOD STUD

6.103  - 2X6 WOOD STUD

6.125  - RIPPERS

6.141  - SHEATHING - SEE STRUCTURAL

6.160  - WOOD TRUSS - SEE STRUCTURAL

6.161  - WOOD JOIST - SEE STRUCTURAL

6.171  - WOOD LEDGER - SEE STRUCTURAL

6.202  - ARCHITECTURAL TRIM

6.266  - EXPOSED WOOD TRUSS

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.101  - WEATHER RESISTANT BARRIER

7.151  - ROOF GUTTER

7.204  - R-38 BATT INSULATION

7.225  - 3 1/2" RIGID INSULATION

7.229  - 2 1/2" RIGID INSULATION

7.331  - METAL ROOF PANEL SYSTEM

7.371  - 1X FASCIA

7.376  - VENTED HARDIE BOARD SOFFIT

7.402  - BOARD AND BATTEN SIDING

7.505  - METAL CAP

7.511  - EPDM ROOFING

7.602  - METAL DRIP EDGE FLASHING

7.604  - METAL FLASHING

7.905  - 1/2" EXPANSION JOINT

DIVISION 08 - OPENINGS

8.301  - SLIDING DOOR AND FRAME AS SCHEDULED

8.401  - STOREFRONT SYSTEM

8.502  - EXTERIOR VINYL WINDOW AS SCHEDULED

DIVISION 09 - FINISHES

9.240  - 1/2" RESILIENT FURRING CHANNEL

9.301  - 5/8" GYPSUM BOARD

9.721  - ACOUSTIC CEILING TILE

9.723  - SUSPENDED CEILING SUPPORT

9.750  - TONGUE AND GROVE WOOD CEILING

PLATE 1 1/4"x16"x16" W/ (4)

1 1/8"Øx14"(A307) A.B. TYP.

HSS 6"x6"x3/8" TYP.

12k1 @ 6'-0" O.C.

W10x26 TYP.

12" HOOK TYP.

(8) #7 EA. WAY

TOP/BOTTOM

TYP.

TRUSS TOP CHORD

TO BEAM FLANGE

STEEL FILLER PANEL

1 1/2" 18GA. STEEL DECK

R-PANEL ROOF SYSTEM

R-PANEL WALL SYSTEM

A503

G3

A503

G5

GIRT @ 48"O.C. MAX.

2" NON-SHRINK GROUT

TYP.

S0.4A

2

S0.4A

2



TYPICAL SUSPENDED GYP. BD. BRACING DETAIL

TYPICAL REINFORCED SUSPENDED CEILING BRACING DETAIL

TYPICAL ADA RESTROOM AND MECHANISM MOUNTING HEIGHTS

TYP. INT. SYMBOL SIGN

TITLE

TO WALL CONNECTIONRUNNER ATTACHMENT

TYPICAL SUSPENDED CEILING BRACING DETAIL

SUSPENDED CEILING

FIXTURE SUSPENSION

LATERAL BRACING DETAIL

45°

45°

T-BAR MAIN/CROSS MEMBER

CHANGES IN LEVEL:

1220mm

TYPICAL ADA DOOR MANEUVERING CLEARANCES DETAILS

1525mm

A B

4
5
5
m

m

3
0
5
m

m

C

DOORS:

GENERAL NOTES:

STRUT SCHEDULE

1220mm 1220mm

SEE LATERAL

BRACING

DETAIL

MAIN

RUNNER

GYP. BD. CEILING

FURRING CHANNELS

#11 GA. MIN HANGER WIRE 4 EA. @ SEISMIC

BRACE. 4-WIRES TIGHT WRAPS WITHIN

1-1/2" OF THE TEE.  THESE 4-WIRES AT 90

DEG. FROM EACH OTHER (IN 4-DIFFERENT

DIRECTIONS @ SEISMIC BRACE ONLY @

12'-0" O.C. MAX IN BOTH DIRECTIONS WITH

THE FIRST POINT WITHIN 6'-0" MAX OF THE

WALLS).

VERTICAL COMPRESSION

STRUT AT SEISMIC TIES

12'-0" O.C. MAX. L2x2x18 GA.

BENT PLATE W/TEK SCREWS

EACH END

MAIN RUNNER

FURRING CHANNEL

CLEAR FLOOR

SPACE 30"x48"

CLEAR FLOOR

SPACE

TOILET

ACCESSORY

SOAP

DISPENSER

CLEAR FLOOR

SPACE 30"x48"

INSUL. ALL

EXPOSED

PIPING

LAVATORY

EQUIPPED

W/WRIST

PADDLES

TOILET TISSUE

DISPENSER

CLEAR

FLOOR

SPACE

NAPKIN

DISPOSAL

(OPTIONAL)
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G5

HALF WALL SECTION



F3

MAT SECTION


F1

MAT PLAN DETAIL



C9

PRINTER CABINET



A9

RECEPTION DESK



D1

TUB TABLE CABINET



A1

CAGE BANK SECTION


A3

CAGE BANK BASE



B3

CAGE BANK TOP



C3

CAGE BANK SIDE



GENERAL NOTES:

A. GROMMET LOCATIONS IN COUNTER TOPS TO BE

COORDINATED WITH THE OWNER.

B. ALL EXPOSED OUTSIDE CORNERS OF INTERIOR WALLS

SHALL HAVE CORNER GUARDS, U.N.O.

C. ALL EXPOSED COUNTER TOP CORNERS (AS SEEN PLAN

VIEW) SHALL HAVE A 2" RADIUS.

D. PROVIDE ADEQUATE SUPPORT BRACING IN WALL AT

ALL CABINETS AS REQUIRED.





F5

SURGERY/EXAM LIGHT



CLG MOUNTED









G3

MAT SECTION











A5

PASS-THRU SECTION























WALK-OFF

WALK-OFF WALK-OFF

D3

LOCKING DRAWER





EXAM / TREATMENT  RM



EXAM / TREATMENT  RM

D7

TOP SHELF DETAIL



B7

COUNTER DETAIL



A7

BASE DETAIL
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9.301

9.721

9.7239.723

6.101

9.721










9.301

9.721

9.7239.723

6.101

9.721










9.301

9.721

9.7239.723

6.101

9.721







9.301

9.721

9.723

6.101







6.202

9.723

6.101

9.721




6.164

6.266

A1

CEILING SOFFIT


A4

CEILING SOFFIT


A7

CEILING SOFFIT


A10

CEILING SOFFIT



C1

CEILING SOFFIT



G1

ROOF DETAIL


G3

ROOF DETAIL


G5

PARAPET DETAIL



9.301

7.204

6.161

6.163

6.141

7.104

7.511

6.141


7.331

6.160

6.125

6.141

7.511

6.141

7.229

6.101

6.161

7.204

6.171

6.101

7.229

6.141

7.101

4.450

7.505

6.125

6.141

7.511

6.161

7.204

6.171










9.301

9.721

9.723







6.202




6.266



9.721

9.723

9.7279.729

C4

CEILING SOFFIT



G3

ROOF DETAIL



9.301

7.204

6.161

6.163

6.101

6.161

7.204

6.171
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DIVISION 04 - MASONRY

4.450  - MANUFACTURED STONE VENEER

DIVISION 06 - WOOD AND PLASTICS

6.101  - WOOD FRAMING

6.125  - RIPPERS

6.141  - SHEATHING - SEE STRUCTURAL

6.160  - WOOD TRUSS - SEE STRUCTURAL

6.161  - WOOD JOIST - SEE STRUCTURAL

6.163  - WOOD BEAM - SEE STRUCTURAL

6.164  - WOOD HEADER - SEE STRUCTURAL

6.171  - WOOD LEDGER - SEE STRUCTURAL

6.202  - ARCHITECTURAL TRIM

6.266  - EXPOSED WOOD TRUSS

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.101  - WEATHER RESISTANT BARRIER

7.104  - ICE AND WATER SHIELD

7.204  - R-38 BATT INSULATION

7.229  - 2 1/2" RIGID INSULATION

7.331  - METAL ROOF PANEL SYSTEM

7.505  - METAL CAP

7.511  - EPDM ROOFING

DIVISION 09 - FINISHES

9.301  - 5/8" GYPSUM BOARD

9.721  - ACOUSTIC CEILING TILE

9.723  - SUSPENDED CEILING SUPPORT

9.727  - SUSPENSION TEE

9.729  - DOUBLE RIVETED WALL ANGLE



E5

EXT. DOOR HEAD



C5

EXT. DOOR JAMB



7.903

9.301

6.103

7.402

7.902

8.241 8.201

7.220

7.101

6.202

7.402

7.902

8.241

8.201

9.225

7.101

7.903

9.301

6.164

6.103

7.602

6.202

7.220

7.604

9.225

8.201

8.263

8.241

7.905

3.303

3.301

9.603

E7

INT. DOOR HEAD



C7

INT. DOOR JAMB



7.902

8.241

8.201

9.301

7.903

9.301

6.164

6.103

7.903

9.301

6.103

7.902

8.241 8.201

7.220

9.301

7.220

9.320

9.320

C3

INT. DOOR JAMB



E3

INT. DOOR HEAD



8.303

8.303

6.112

7.902

9.301

6.164

6.103

7.9029.301

6.103

7.903

8.263

3.301

9.603

9.320

8.303

9.320

C1

EXT. DOOR JAMB



E1

EXT. DOOR HEAD



8.303

8.303

6.112

7.902

4.450

7.602

7.101

9.301

6.164

6.103

7.602

6.202

7.9039.301

6.103

7.902

7.220

7.101

4.450

7.220

7.604

8.263

7.905

3.303

3.301

9.603

9.320

8.303

9.320

9.301

9.320

9.301

9.320

A3

INT. DOOR SILL


A1

EXT. DOOR SILL


A5

EXT. DOOR SILL



8.201

8.263

8.241

7.905

3.301

9.603

A7

INT. DOOR SILL



G7

EXT. DOOR JAMB


G5

EXT. DOOR SILL



A9

INT. DOOR JAMB



4.209

8.322

3.301

8.322

7.905

7.903

4.450

8.401

6.140

6.102

8.201

6.153

4.450

8.401

7.902

8.401

6.140

8.201

6.153

4.450

8.401

7.902

6.202
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DIVISION 03 - CONCRETE

3.301  - CONCRETE SLAB - SEE STRUCTURAL

3.303  - CONCRETE STOOP

DIVISION 04 - MASONRY

4.209  - SCORED SPLIT FACE CONCRETE MASONRY UNIT

4.450  - MANUFACTURED STONE VENEER

DIVISION 06 - WOOD AND PLASTICS

6.102  - 2X4 WOOD STUD

6.103  - 2X6 WOOD STUD

6.112  - SHIM

6.140  - SHEATHING

6.153  - 3/4" PLYWOOD

6.164  - WOOD HEADER - SEE STRUCTURAL

6.202  - ARCHITECTURAL TRIM

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.101  - WEATHER RESISTANT BARRIER

7.220  - RIGID INSULATION

7.402  - BOARD AND BATTEN SIDING

7.602  - METAL DRIP EDGE FLASHING

7.604  - METAL FLASHING

7.902  - BACKER ROD AND SEALANT

7.903  - CAULK

7.905  - 1/2" EXPANSION JOINT

DIVISION 08 - OPENINGS

8.201  - DOOR AS SCHEDULED

8.241  - HOLLOW METAL FRAME AS SCHEDULED

8.263  - ANCHORED METAL THRESHOLD SET IN BED OF SEALANT

8.303  - SLIDING DOOR

8.322  - SECTIONAL OVERHEAD DOOR

8.401  - STOREFRONT SYSTEM

DIVISION 09 - FINISHES

9.225  - METAL FURRING

9.301  - 5/8" GYPSUM BOARD

9.320  - CORNER BEAD

9.603  - FLOOR FINISH AS SCHEDULED



8.201

9.601

3.301

9.603

9.301

9.801

7.903

8.242

8.201

9.301

6.102

7.903

7.903

9.801

9.301

9.301

1.002

8.201

8.242

6.102

7.903

E7

INT. DOOR HEAD



C7

INT. DOOR JAMB



A5

INT. DOOR SILL


A7

INT. DOOR SILL



3.301

9.603

8.263

9.603

8.201

9.603

9.301

9.801

9.320

7.902

6.112

6.164

7.902

9.320

8.401

9.301

A9

INT. DOOR JAMB



8.201

C5

INT. DOOR JAMB



E5

INT. DOOR HEAD



8.201

8.201

8.263

8.241

7.905

3.303

3.301

9.603

8.241

8.201

7.902

4.209

8.201

7.902

8.241

8.244

4.209

4.205

4.205

8.250

3.304

15.501

3.304

15.501

8.250

4.205

8.250

8.254

6.731

8.254

7.909

8.731

8.742

8.254

7.909

G7

INT. DOOR HEAD


G5

INT. DOOR SILL



9.301

9.801

6.164

7.903

8.205

6.110

8.242

9.301

6.102

7.903

6.110

9.301

7.9039.603

8.205

8.272

9.301

9.301

9.801

7.903

8.242

9.301

6.102

7.903

7.903

9.801

9.301

9.301

1.002

6.102

7.903

G1

INT. DOOR JAMB


G3

INT. DOOR HEAD



8.203

8.203

8.242

6.103

9.301

9.320

7.902

6.112

7.902

8.401 8.201

C1

EXT. DOOR JAMB



E1

EXT. DOOR HEAD



A1

EXT. DOOR SILL



C3

EXT. DOOR JAMB



E3

EXT. DOOR HEAD



A3

EXT. DOOR SILL


A10

INT. DOOR JAMB



7.402

9.225

7.101

7.220

4.205

9.301

8.201

8.401

7.902

6.103

9.301

6.202

6.202
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DIVISION 01 - GENERAL REQUIREMENTS

1.002  - LINE OF ADJACENT WALL

DIVISION 03 - CONCRETE

3.301  - CONCRETE SLAB - SEE STRUCTURAL

3.303  - CONCRETE STOOP

3.304  - SLOPE FLOOR TO DRAIN

DIVISION 04 - MASONRY

4.205  - 8" CONCRETE MASONRY UNIT

4.209  - SCORED SPLIT FACE CONCRETE MASONRY UNIT

DIVISION 06 - WOOD AND PLASTICS

6.102  - 2X4 WOOD STUD

6.103  - 2X6 WOOD STUD

6.110  - BLOCKING

6.112  - SHIM

6.164  - WOOD HEADER - SEE STRUCTURAL

6.202  - ARCHITECTURAL TRIM

6.731  - SOLID CELLULAR PVC TRIM

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.101  - WEATHER RESISTANT BARRIER

7.220  - RIGID INSULATION

7.402  - BOARD AND BATTEN SIDING

7.902  - BACKER ROD AND SEALANT

7.903  - CAULK

7.905  - 1/2" EXPANSION JOINT

7.909  - FELT WEATHER STRIPPING

DIVISION 08 - OPENINGS

8.201  - DOOR AS SCHEDULED

8.203  - ELIASON DOOR AS SCHEDULED

8.205  - POCKET DOOR AS SCHEDULED

8.241  - HOLLOW METAL FRAME AS SCHEDULED

8.242  - KNOCK-DOWN STEEL FRAME AS SCHEDULED

8.244  - DOOR FRAME ANCHOR - 3 PER JAMB

8.250  - GUILLOTINE DOOR

8.254  - SWING KENNEL DOOR

8.263  - ANCHORED METAL THRESHOLD SET IN BED OF SEALANT

8.272  - POCKET DOOR BUMPERS - INSTALL PER MANUFACTURER

8.401  - STOREFRONT SYSTEM

8.731  - CONTINUOUS PIANO HINGE

8.742  - METAL PANEL EDGE

DIVISION 09 - FINISHES

9.225  - METAL FURRING

9.301  - 5/8" GYPSUM BOARD

9.320  - CORNER BEAD

9.601  - TRANSITION STRIP

9.603  - FLOOR FINISH AS SCHEDULED

9.801  - SOUND ATTENUATION BATT

DIVISION 15 - MECHANICAL

15.501  - TRENCH DRAIN



A7

INT. WINDOW SILL



E7

INT. WINDOW HEAD



C7

INT. WINDOW JAMB



8.401

3.301

7.903

9.603

7.902

7.902

6.112

7.903

9.301

9.320

7.902

6.112

7.902

8.401

E1

EXT. WINDOW HEAD



C1

EXT. WINDOW JAMB



7.9039.3016.103

8.502

7.902

8.502

7.903

9.301

6.164

6.103

E5

INT. WINDOW HEAD



C5

INT. WINDOW JAMB



7.902

8.241

9.301

7.903

9.301

6.164

6.103

7.903

9.301

6.103

7.902

8.241

7.220

9.301

7.220

9.320

9.320

A1

EXT. WINDOW SILL



8.263

8.241

7.905

3.301

9.603

A5

INT. WINDOW SILL



9.320

9.320

E3

EXT. WINDOW HEAD



C3

EXT. WINDOW JAMB



7.9039.3016.103

7.402

7.902

8.502

7.220

7.101

6.202

7.402

7.902

8.502

9.225

7.101

7.903

9.301

6.164

6.103

7.602

6.202

7.220

7.604

9.225

A3

EXT. WINDOW SILL



9.320

9.320

4.450

7.602

7.101

7.602

6.202

7.220

7.604

7.220

7.101

4.450

7.902

A9

INT. WINDOW SILL



E9

INT. WINDOW HEAD



C9

INT. WINDOW JAMB



G1

INT. WINDOW JAMB


G5

INT. WINDOW JAMB


G3

INT. WINDOW JAMB



8.401

4.450

7.602

7.101

7.220

7.902

8.502

4.451

7.903

9.301

6.103

9.320
7.602

7.101

7.220

7.902

8.502

7.903

9.301

6.103

9.320

7.402

9.225

6.202

9.801

6.102

9.301

6.103

9.301

6.140

6.102

4.450

8.401

7.902

6.140

4.450

8.401

7.902

6.102

6.164

9.320

6.112

7.902

9.301

9.801

8.403

7.902

9.320

9.301

6.112

9.801

8.403

6.103 1.002

9.301

7.902

9.320

9.320

7.902

6.164

9.320

7.903

9.301

9.801

8.513

9.320

9.301

6.102

7.903

9.320

9.301

7.903
9.801

8.513

6.102

9.320

7.903

1.002

9.301

6.102

8.513

9.301

9.801

7.903

9.320

9.301

7.903

9.320
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DIVISION 01 - GENERAL REQUIREMENTS

1.002  - LINE OF ADJACENT WALL

DIVISION 03 - CONCRETE

3.301  - CONCRETE SLAB - SEE STRUCTURAL

DIVISION 04 - MASONRY

4.450  - MANUFACTURED STONE VENEER

4.451  - MANUFACTURED STONE SILL

DIVISION 06 - WOOD AND PLASTICS

6.102  - 2X4 WOOD STUD

6.103  - 2X6 WOOD STUD

6.112  - SHIM

6.140  - SHEATHING

6.164  - WOOD HEADER - SEE STRUCTURAL

6.202  - ARCHITECTURAL TRIM

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.101  - WEATHER RESISTANT BARRIER

7.220  - RIGID INSULATION

7.402  - BOARD AND BATTEN SIDING

7.602  - METAL DRIP EDGE FLASHING

7.604  - METAL FLASHING

7.902  - BACKER ROD AND SEALANT

7.903  - CAULK

7.905  - 1/2" EXPANSION JOINT

DIVISION 08 - OPENINGS

8.241  - HOLLOW METAL FRAME AS SCHEDULED

8.263  - ANCHORED METAL THRESHOLD SET IN BED OF SEALANT

8.401  - STOREFRONT SYSTEM

8.403  - STOREFRONT WINDOW SYSTEM

8.502  - EXTERIOR VINYL WINDOW AS SCHEDULED

8.513  - INTERIOR ALUMINUM WINDOW AS SCHEDULED

DIVISION 09 - FINISHES

9.225  - METAL FURRING

9.301  - 5/8" GYPSUM BOARD

9.320  - CORNER BEAD

9.603  - FLOOR FINISH AS SCHEDULED

9.801  - SOUND ATTENUATION BATT



A1

FOOTING DETAIL



C1

WALL DETAIL



E1

ROOF DETAIL



A3

ROOF DETAIL


A5

ROOF DETAIL



C3

ROOF DETAIL



A8

ROOF DETAIL



C5

ROOF DETAIL



G1

ROOF DETAIL


G3

PARAPET DETAIL


G5

ROOF DETAIL



E5

ROOF DETAIL



C7

FOOTING DETAIL



G7

PARAPET DETAIL



E7

ROOF DETAIL


















6.101

7.229

6.141

7.101

4.450

7.505

6.141

7.511

7.229

6.141

7.101

4.450

6.161

7.204

5.502

6.171

9.301

6.101

6.125

6.141

7.511

7.229

6.141

7.101

4.450

7.604

2.010

9.301

6.101

5.501

7.905

3.301

7.106

3.302
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6.163
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6.141
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7.376

6.274
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7.101
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6.160

6.274
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7.101

6.141
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9.240

7.101

7.229

7.602

6.101

9.301

7.204

6.160

6.114

7.104

7.331

7.101

6.141

7.331

7.101
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7.225

9.750

6.266

7.402
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7.101
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7.604
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7.602
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7.371
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6.266

6.114
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2.010
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DIVISION 02 - SITE CONSTRUCTION

2.010  - EXISTING GRADE

DIVISION 03 - CONCRETE

3.301  - CONCRETE SLAB - SEE STRUCTURAL

3.302  - CONCRETE FOOTING - SEE STRUCTURAL

DIVISION 04 - MASONRY

4.209  - SPLIT FACE CONCRETE MASONRY UNIT

4.450  - MANUFACTURED STONE VENEER

DIVISION 05 - METALS

5.101  - STEEL COLUMN - SEE STRUCTURAL

5.501  - ANCHOR BOLT - SEE STRUCTURAL

5.502  - METAL HANGER

5.541  - STEEL POST CAP

DIVISION 06 - WOOD AND PLASTICS

6.101  - WOOD FRAMING

6.114  - DOUBLE TOP PLATE

6.125  - RIPPERS

6.132  - TECTUM PANEL

6.141  - SHEATHING - SEE STRUCTURAL

6.160  - WOOD TRUSS - SEE STRUCTURAL

6.161  - WOOD JOIST - SEE STRUCTURAL

6.163  - WOOD BEAM - SEE STRUCTURAL

6.165  - OUTRIGGER - SEE STRUCTURAL

6.171  - WOOD LEDGER - SEE STRUCTURAL

6.266  - EXPOSED WOOD TRUSS

6.274  - DECORATIVE WOOD TRUSS

DIVISION 07 - THERMAL AND MOISTURE PROTECTION

7.101  - WEATHER RESISTANT BARRIER

7.104  - ICE AND WATER SHIELD

7.106  - VAPOR BARRIER

7.151  - ROOF GUTTER

7.204  - R-38 BATT INSULATION

7.225  - 3 1/2" RIGID INSULATION

7.229  - 2 1/2" RIGID INSULATION

7.230  - CORAVENT

7.331  - METAL ROOF PANEL SYSTEM

7.371  - 1X FASCIA

7.376  - VENTED HARDIE BOARD SOFFIT

7.402  - BOARD AND BATTEN SIDING

7.505  - METAL CAP

7.511  - EPDM ROOFING

7.602  - METAL DRIP EDGE FLASHING

7.604  - METAL FLASHING

7.905  - 1/2" EXPANSION JOINT

DIVISION 09 - FINISHES

9.240  - 1/2" RESILIENT FURRING CHANNEL

9.301  - 5/8" GYPSUM BOARD

9.750  - TONGUE AND GROVE WOOD CEILING





HARDWARE SET GROUPS

DOOR AND FRAME TYPES, HARDWARE LOCK SET GROUPS

DOOR FRAME TYPES

DOOR TYPES

       

     






















































DOOR SCHEDULE
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WINDOW TYPES - EXTERIOR

     
























































































WINDOW TYPES - INTERIOR

    

  




































































































 









   









    












T
h

e
 
d

o
c

u
m

e
n

t
s

 
t
r
a

n
s

m
i
t
t
e

d
 
h

e
r
e

i
n

 
a

r
e

 
t
h

e

s
o

l
e

 
I
n

t
e

l
l
e

c
t
u

a
l
 
P

r
o

p
e

r
t
y

 
o

f
 
B

D
A

A
r
c

h
i
t
e

c
t
u

r
e

,
 
P

.
C

.
 
 
A

n
y

 
u

s
e

,
 
r
e

u
s

e
,
 
o

r

r
e

p
r
o

d
u

c
t
i
o

n
 
i
n

 
a

n
y

 
f
o

r
m

 
w

i
t
h

o
u

t
 
t
h

e

e
x

p
r
e

s
s

 
w

r
i
t
t
e

n
 
c

o
n

s
e

n
t
 
o

f
,
 
a

n
d

c
o

m
p

e
n

s
a

t
i
o

n
 
t
o

,
 
B

D
A

 
A

r
c

h
i
t
e

c
t
u

r
e

 
i
s

 
a

v
i
o

l
a

t
i
o

n
 
o

f
 
f
e

d
e

r
a

l
 
l
a

w
.

9
0

1
 
L

a
m

b
e

r
t
o

n
 
P

l
.
 
N

E

A
l
b

u
q

u
e

r
q

u
e

,
 
N

M
 
 
8

7
1

0
7

P
h

o
n

e
:
 
(
5

0
5

)
 
8

5
8

-
0

1
8

0

F
a

x
:
 
 
(
5

0
5

)
 
8

5
8

-
0

1
1

1

E
m

a
i
l
:
 
 
i
n

f
o

@
b

d
a

a
r
c

.
c

o
m









































































































































































































C
A

R
S

O
N

 
C

I
T

Y

A
N

I
M

A
L

 
S

H
E

L
T

E
R














































W
I
N

D
O

W
 
T

Y
P

E
S



A602

 




   






 









   









    












T
h

e
 
d

o
c

u
m

e
n

t
s

 
t
r
a

n
s

m
i
t
t
e

d
 
h

e
r
e

i
n

 
a

r
e

 
t
h

e

s
o

l
e

 
I
n

t
e

l
l
e

c
t
u

a
l
 
P

r
o

p
e

r
t
y

 
o

f
 
B

D
A

A
r
c

h
i
t
e

c
t
u

r
e

,
 
P

.
C

.
 
 
A

n
y

 
u

s
e

,
 
r
e

u
s

e
,
 
o

r

r
e

p
r
o

d
u

c
t
i
o

n
 
i
n

 
a

n
y

 
f
o

r
m

 
w

i
t
h

o
u

t
 
t
h

e

e
x

p
r
e

s
s

 
w

r
i
t
t
e

n
 
c

o
n

s
e

n
t
 
o

f
,
 
a

n
d

c
o

m
p

e
n

s
a

t
i
o

n
 
t
o

,
 
B

D
A

 
A

r
c

h
i
t
e

c
t
u

r
e

 
i
s

 
a

v
i
o

l
a

t
i
o

n
 
o

f
 
f
e

d
e

r
a

l
 
l
a

w
.

9
0

1
 
L

a
m

b
e

r
t
o

n
 
P

l
.
 
N

E

A
l
b

u
q

u
e

r
q

u
e

,
 
N

M
 
 
8

7
1

0
7

P
h

o
n

e
:
 
(
5

0
5

)
 
8

5
8

-
0

1
8

0

F
a

x
:
 
 
(
5

0
5

)
 
8

5
8

-
0

1
1

1

E
m

a
i
l
:
 
 
i
n

f
o

@
b

d
a

a
r
c

.
c

o
m






































































































































































































C
A

R
S

O
N

 
C

I
T

Y

A
N

I
M

A
L

 
S

H
E

L
T

E
R














































I
N

T
E

R
I
O

R
 
S

P
E

C
I
F

I
C

A
T

I
O

N
S



I101

 




   

INTERIOR SPECIFICATIONS SCHEDULE
















  
















































































 

  

  











 





 

 

  

 

 











  

 



















  



 





















   

   

   

   



ROOM

 

ROOM FINISH SCHEDULE



FLOOR

 

WALL COVER



CASEWORK

 

FABRIC

   












ROOM FINISH LEGEND




















 





 

 



 







101 VESTIBULE

PT PT GRT - - -
-

- - - -

     





102 PUBLIC HALL

PT PT GRT - - -
-

- - - -

103 JANITOR CLOSET

PT PT - CT* +54" -
-

- PL** - *CT AT NORTH, SOUTH, WEST WALLS. SEE PAINT REFERNCE PLAN I-102

104 FELINE ADOPTION

PT PT GRT - - -
-

- - - -

105 FELINE F.P. / LAUNDRY

PT PT* GRT - - PL**
-

PL** PL** - *B4 AT CASEWORK TOEKICK. SEE INT. ELEVATION C7/ I-105

106 FELINE ADOPTION

PT PT GRT - - -
-

- - - -

107 ADOPTION LOBBY

PT PT* GRT MS,CT** - PL**
-

PL,SS** - - *B4 AT RECEPTION DESK TOEKICK. SEE INT. ELEVATION C7/ I-105

108 ADOPTION RECEPTION

PT PT* GRT MS,CT** - PL**
-

PL,SS** - - *B4 AT RECEPTION DESK TOEKICK. SEE INT. ELEVATION C7/ I-105

109 FELINE PLAY - 1

PT PT GRT - - -
-

- - - -

110 FELINE PLAY - 2

PT PT GRT - - -
-

- - - -

111 MECHANICAL

SC RB - - - -
-

- - - -

112 CANINE F.P. / LAUNDRY

PT PT* GRT - - PL**
-

PL** PL** - *B4 AT CASEWORK TOEKICK. SEE INT. ELEVATION C7/I-103

113 SMALL DOG ADOPTION

PT PT GRT - - -
-

- - - -

114 JANITOR CLOSET

PT PT - CT* +54" -
-

- PL** - *CT AT NORTH, SOUTH, WEST WALLS. SEE PAINT REFERNCE PLAN I-102

115 HALL

PT PT GRT - - -
-

- - - -

116 PUPPY ADOPTION

PT PT GRT - - -
-

- - - -

117 CANINE RUN #1

EPF* - - EP,CT** +78" -
-

- - - *FULL POLYASPARTIC EPF AT OUTDOOR RUNS

118 CANINE ACQUAINT

PT PT GRT - - -
-

- - - -

119 PUBLIC HALL

PT PT GRT - - -
-

- - - -

120 CANINE RUNS #2

EPF* - - EP,CT** +78" -
-

- - - *FULL POLYASPARTIC EPF AT OUTDOOR RUNS

121 CANINE ACQUAINT

PT PT GRT - - -
-

- - - -

122 MENS RESTROOM

PT CT* GRT CT** FULL -
-

- - - *CT BASE AT NORTH WALL AND EAST WALL. STOP AT DOOR JAMB

123 WOMENS RESTROOM

PT CT* GRT CT** FULL -
-

- - - *CT BASE AT NORTH AND WEST WALLS

124 STAFF HALL

EPF FC - - - -
-

- - - -

125 STAFF OFFICE

EPF FC - - - -
-

- - - -

126 RECLAIM/SURRENDER & LICENSE RECEPTION

PT PT* GRT CT** - PL**
-

PL,SS** - - *B4 AT RECEPTION DESK TOE KICK. SEE INT. ELEVATION C7/I-105

127 SERVER / PHONE

EPF FC - - - -
-

- - - -

128 RECLAIM/SURRENDER & LICENSE LOBBY

PT PT* GRT CT** - PL**
-

PL,SS** - - -

129 UNISEX RESTROOM

PT CT* GRT CT** FULL -
-

- - - *CT BASE AT NORTH AND EAST WALLS

130 HALL

PT PT GRT - - -
-

- - - -

131 SURRENDER EXAM

EPF FC - - - PL*
-

PL* PL* - *SEE INT. ELEVATION C6/ I-104

132 CONFERENCE  / TRAINING

PT PT GRT - - PL*
-

PL* PL* - *SEE INT. ELEVATION C8/ I-103

133 DVM CONSULT

EPF FC - - - -
-

- - - -

134 HALL

EPF FC - - - -
-

- - - -

135 JANITOR CLOSET

EPF FC - CT* +54" -
-

- PL** - *CT AT EAST, SOUTH, WEST WALLS. SEE PAINT REFERNCE PLAN I-102

136 BEHAVIORAL EXAM

EPF FC - - - -
-

- - - -

137 EXOTIC HOLD

EPF FC - - - -
-

PL* - - *PL AT ALL COUNTERS, SEE INT. ELEVATIONS C10, E1/ I-104

138 CANINE RUNS #3

EPF* - - EP,CT** +78" -
-

- - - *FULL POLYASPARTIC EPF AT OUTDOOR RUNS

139 FERAL CAT

EPF FC - - - -
-

- - - -

140 EXAM / TREATMENT

EPF FC - - - PL*
-

PL* PL* - *SEE INT. ELEVATIONS E3, E5, E7, G1/ I-104

141 SURGERY

EPF FC - - - PL*
-

PL* PL* - *SEE INT. ELEVATION G4/ I-104

142 ACO'S OFFICE

EPF FC - - - -
-

- - - -

143 ICU

EPF FC - - - -
-

- - - -

144 WOMENS SHOWER

EPF - - CT* +54" -
-

- - - *SEE INT. ELEVATION C2/ I-105

145 MANAGER'S OFFICE

EPF FC - - - -
-

- - - -

146 HALL

EPF FC - - - -
-

- - - -

147 STAFF LOUNGE

EPF FC - - - PL*
-

PL* PL* - *SEE INT. ELEVATION G7/ I-104

148 FELINE HOLD / QUARANTINE

EPF FC - - - -
-

- - - -

149 MENS SHOWER

EPF - - CT* +54" -
-

- - - *SEE INT. ELEVATION C2/ I-105

150 JANITOR CLOSET

EPF FC - CT* +54" -
-

- - - *CT AT SOUTH, WEST, NORTH WALLS. SEE PAINT REFERNCE PLAN I-102

151 CENTRAL STORAGE

EPF FC - - - -
-

- - - -

152 INTAKE EXAM

EPF FC - EP - PL*
-

PL* PL* - *SEE INT. ELEVATION A1/ I-105

153 INTAKE F.P. / LAUNDRY / BATHE

EPF FC - - - PL*
-

PL* PL* - *SEE INT. ELEVATION A3, A5/ I-105

154 HALL

EPF FC - - - -
-

- - - -

155 CANINE HOLD / QUARANTINE

EPF* - - EP,CT** +78" -
-

- - - *FULL POLYASPARTIC EPF AT OUTDOOR RUNS

156 CANINE ISOLATION

EPF FC - CT* FULL -
-

- - - *SEE INT. ELEVATION C6/ I-105

157 FELINE ISOLATION

EPF FC - CT* FULL -
-

- - - *SEE INT. ELEVATION C6/ I-105

158 INTAKE GARAGE

EPF - - EP* +72" -
-

- - - *EP AT RUNS. SEE PAINT REFERENCE PLAN I-102

159 EUTHANASIA

EPF FC - EP - -
-

- - - *SEE INT. ELEVATION A8/ I-105

160 MECHANICAL STORAGE

SC RB - CT* +48" -
-

- - - *CT AT MOP SINK
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A2

PAINT REFERENCE PLAN
































































 




























































































 






 
























































 


















































SEE SHEET I101 FOR INTERIOR SPECIFICATIONS SCHEDULE & ROOM FINISH SCHEDULE

GENERAL NOTES

2.

3.
ALL WALLS TO BE PAINTED P1 (SW 6091 RELIABLE WHITE) UNLESS OTHERWISE NOTED.

4.

ALL PGB CEILINGS AND SOFFITS TO BE PAINTED P1 (SW 6091 RELIABLE WHITE) UNLESS OTHERWISE NOTED.

 

INTERIOR FINISHES 

 
 

ALL WALLS TO BE PGB FINISH UNLESS OTHERWISE NOTED1.

 
 
 

@ FACE AND

UNDERSIDE OF

SOFFIT

P4

W6

W6

@ FACE AND

UNDERSIDE OF

SOFFIT

P4

@ FACE AND

UNDERSIDE OF

SOFFIT

P4

P4

P4

P4

P4

P4

P4 P4 P4

W1

W1

P4

P4

P3

P3

P3

P3

P2

P2

P7

EPOXY PAINT +6'-0"

(TOP OF RUN

PARTITIONS)

P4

W5W4W3

P2

P2

P4

P2

P2

W5W4W3

W6

P2

P2

P3

P3

P3

P2

P2 P2

P2

P2

W6W4

W6W4

W6

P2

W6W4

P7

W6

P6

 
 

 
 
 

SEE INT. ELEVATION

C1/ I-105

SEE INT.

ELEVATION

C1/ I-105

SEE INT. ELEVATION C6/ I-105

SEE INT. ELEVATION

C6/ I-105

P3




TYPICAL

W7

ALL WALLS

SEE INT. ELEV. C2/ I-105

W6W4 P3W7

ALL WALLS

SEE INT. ELEV. C2/ I-105

P5
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A1

ADOPTION LOBBY #107


A5

ADOPTION LOBBY #107



E1

ADOPTION LOBBY/RECEPTION  #107


E5

ADOPTION LOBBY/RECEPTION  #107



B4

SEE TOEKICK BASE

DETAIL C7/ I-105

B1

B1

W1

PL2

AT ALL EXPOSED

SURFACES

PL1

G1

WS1

TYPICAL

WS1

WS1

P4

WS1

P4 P4

G1

B1

B1 B1 B1 B1

B4

PL2

PL1

WS1

TYPICAL

WS1

AT T+G EXPOSED WOOD CEILING

TYPICAL

WS1

WS1

TYPICAL

W1

PL2

P4

P4 P4

P4

B1 W2

PL1

W3

B4 B1

G1

WS1

WS1

TYPICAL

W3W3 B4

P4

G1

PL1

W3

W2

B1

B1

SEE TOEKICK BASE

DETAIL C7/ I-105

W1

WS1

WS1

SEE TOEKICK BASE

DETAIL C7/ I-105

SEE TOEKICK BASE

DETAIL C7/ I-105

SEE SHEET I101 FOR INTERIOR SPECIFICATIONS

GENERAL NOTES

2.

3.
ALL NEW WALLS TO BE PAINTED P1

4.

ALL NEW PGB CEILINGS AND SOFFITS TO BE PAINTED P1

INTERIOR FINISHES 

 
 

ALL WALLS TO BE PGB FINISH1.

 

 

 

 

5.

ALL EXPOSED WOOD TRIM TO BE STAINED WS1

SCHEDULE & ROOM FINISH SCHEDULE

(RELIABLE WHITE SW6091) UNLESS OTHERWISE NOTED.

(RELIABLE WHITE SW6091) UNLESS OTHERWISE NOTED.

UNLESS OTHERWISE NOTED

(BRIGHT CHERRY SW3109-P) UNLESS OTHERWISE NOTED.



 

 

 

WS1

B1B1B1

6.

ALL METAL FASTENERS AT EXPOSED WOOD TRUSSES

TO BE PAINTED BLACK

AT T+G EXPOSED WOOD CEILING

TYPICAL

PL2

WS1

P4

WS1 WS1

 
 

WS1

WS1 WS1 WS1

WS1

GR1GR1GR1GR1

GR1

GR1

GR1

GR1

GR1

GR1
GR1GR2

GR2

GR1 GR1

GR1 GR1 GR1 GR1GR2
GR2

GR2



36x30

36x30

OPEN OPEN
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SEE SHEET I101 FOR INTERIOR SPECIFICATIONS

GENERAL NOTES

2.

3.
ALL NEW WALLS TO BE PAINTED P1

4.

ALL NEW PGB CEILINGS AND SOFFITS TO BE PAINTED P1



INTERIOR FINISHES 

 

 
 
 
 

ALL WALLS TO BE PGB FINISH1.

 

 

 

 
 

A1

FELINE F.P. / LAUNDRY #105


A3

CANINE F.P. / LAUNDRY #112


A6

CANINE F.P. / LAUNDRY #112



C1

R, S & L RECEPTION #126



E1

EXOTIC HOLD #137



G1

EXAM / TREATMENT #140



C4

R, S & L RECEPTION #126


C6

SURRENDER EXAM #131



E3

EXAM / TREATMENT #140


E5

EXAM / TREATMENT #140


E7

EXAM / TREATMENT #140



G4

SURGERY #141



SCHEDULE & ROOM FINISH SCHEDULE

(RELIABLE WHITE SW6091) UNLESS OTHERWISE NOTED.

(RELIABLE WHITE SW6091) UNLESS OTHERWISE NOTED.

UNLESS OTHERWISE NOTED

A8

R, S, & L RECEPTION #126



C8

CONFERENCE / TRAINING #132


C10

EXOTIC HOLD #137



G7

STAFF LOUNGE #147



B4

SEE TOEKICK BASE

DETAIL C7/ I-105

B1

PL3

AT ALL EXPOSED

SURFACES

PL4

PL2

PL3

AT ALL EXPOSED

SURFACES

PL4

PL2

B4

SEE TOEKICK BASE

DETAIL C7/ I-105

B1 B1

B4

SEE TOEKICK BASE

DETAIL C7/ I-105

PL3

AT ALL EXPOSED

SURFACES

PL4

PL2

B4

SEE TOEKICK BASE

DETAIL C7/ I-105

B1B1

PL2

B1

G1

P4

P4

P4

W3

W2

W3

P4

P4

P4

PL2

B4

SEE TOEKICK BASE

DETAIL C7/ I-105

PL2
B1 B1 B1

PL2

AT ALL

EXPOSED

SURFACES

B4

SEE TOEKICK BASE

DETAIL C7/ I-105

PL1

G1

G1

B1

F2

PL5

PL4

PL3

AT ALL EXPOSED

SURFACES

B1

B4

SEE TOEKICK BASE

DETAIL C7/ I-105

PL4

PL5

PL4

PL4

F2

PL4

F2

PL4PL5

F2

F2

PL4

PL3

PASS THRU

CABINET. SEE

SECTION A9/ I-105

F2

PL5

PL5

PL4

PL3

AT ALL

EXPOSED

SURFACES

F2

PL5

PL4

PL3

AT ALL

EXPOSED

SURFACES

PL4

F2

PL4

F2

PL3

PL5

PL4

PASS THRU

CABINET. SEE

SECTION A9/ I-105

PL1

P3

P3

P3

 

 

 

WS1WS1

WS1

B1

GR1

GR1
GR1

GR1
GR1 GR2

GR2

GR2

GR1

GR1

GR1

GR1

GR1

GR1

GR1 GR1 GR1GR1

WS1WS1WS1

GR1

GR1

GR1

GR1

 
 

5.

ALL EXPOSED WOOD TRIM TO BE STAINED WS1

(BRIGHT CHERRY SW3109-P) UNLESS OTHERWISE NOTED.



I
N

T
E

R
I
O

R
 
E

L
E

V
A

T
I
O

N
S



I105

 




   




 









   









    












T
h

e
 
d

o
c

u
m

e
n

t
s

 
t
r
a

n
s

m
i
t
t
e

d
 
h

e
r
e

i
n

 
a

r
e

 
t
h

e

s
o

l
e

 
I
n

t
e

l
l
e

c
t
u

a
l
 
P

r
o

p
e

r
t
y

 
o

f
 
B

D
A

A
r
c

h
i
t
e

c
t
u

r
e

,
 
P

.
C

.
 
 
A

n
y

 
u

s
e

,
 
r
e

u
s

e
,
 
o

r

r
e

p
r
o

d
u

c
t
i
o

n
 
i
n

 
a

n
y

 
f
o

r
m

 
w

i
t
h

o
u

t
 
t
h

e

e
x

p
r
e

s
s

 
w

r
i
t
t
e

n
 
c

o
n

s
e

n
t
 
o

f
,
 
a

n
d

c
o

m
p

e
n

s
a

t
i
o

n
 
t
o

,
 
B

D
A

 
A

r
c

h
i
t
e

c
t
u

r
e

 
i
s

 
a

v
i
o

l
a

t
i
o

n
 
o

f
 
f
e

d
e

r
a

l
 
l
a

w
.

9
0

1
 
L

a
m

b
e

r
t
o

n
 
P

l
.
 
N

E

A
l
b

u
q

u
e

r
q

u
e

,
 
N

M
 
 
8

7
1

0
7

P
h

o
n

e
:
 
(
5

0
5

)
 
8

5
8

-
0

1
8

0

F
a

x
:
 
 
(
5

0
5

)
 
8

5
8

-
0

1
1

1

E
m

a
i
l
:
 
 
i
n

f
o

@
b

d
a

a
r
c

.
c

o
m





































































































































































































C
A

R
S

O
N

 
C

I
T

Y

A
N

I
M

A
L

 
S

H
E

L
T

E
R

















































SEE SHEET I101 FOR INTERIOR SPECIFICATIONS SCHEDULE & ROOM FINISH SCHEDULE

GENERAL NOTES

2.

3.
ALL NEW WALLS TO BE PAINTED P1 (RELIABLE WHITE SW6091) UNLESS OTHERWISE NOTED.

4.

ALL NEW PGB CEILINGS AND SOFFITS TO BE PAINTED P1 (RELIABLE WHITE SW6091) UNLESS OTHERWISE NOTED.



INTERIOR FINISHES 

 
 



 

 
 

ALL WALLS TO BE PGB FINISH UNLESS OTHERWISE NOTED1.

 

 

  

A1

INTAKE EXAM #152


A3

INTAKE FP/LAUNDRY/BATHE #153


A5

INTAKE FP/LAUNDRY/BATHE #153


A8

EUTHANASIA #159



F2
F2

PL5

PL3

PL5

PL4PL4

GLASS SLIDING

DOORS

A9

PASS THRU SECTION



C1

PUBLIC R.R.


C2

PRIVATE R.R.


C3

TILE PATTERN


C5

TILE PATTERN

(#122, #123, #129)

E1

PAINT REFERENCE PLAN DETAIL

 (RUNS #117, #120, #138. HOLD/QUARANTINE #155 SIM.)

P5

P7

P8

P4

@
 
F

A
C

E
 
A

N
D

 
U

N
D

E
R

S
I
D

E

O
F

 
S

O
F

F
I
T

W4 P7W6

W4W6

EPOXY PAINT ONLY AT

SMOOTH FACE CMU

CT +6'-0" (RUN PARTITIONS)

SEE INT. ELEV. C5/ I-105

CERAMIC TILE, EPOXY PAINT +6'-6" (TO SOFFIT)

SEE INT. ELEVATION C3/ I-105

W4

W6

W7

W4

W6

W7

W4

W6

W7

W5

W4

W4

W3

W3

(#144, #149) (#117, #120, #138, #155) EXT. RUNS, SOUTH WALL

CT +6'-0" (RUN PARTITIONS)

SEE INT. ELEV. C5/ I-105

P3

P7

W4

W6

W6

C6

TILE PATTERN

 (#144, #149)








 





F2

PL3

P7

(#140, #141)

PL3

PL4

PL5

F2

AT FACE OF ALL

EXPOSED

SURFACES

PL3

AT FACE OF ALL

EXPOSED

SURFACES

PL5

F2

PL4

F2

PL4

PL5

PL3

 
 
 

 
 

C7

BASE DETAIL AT TOEKICK



TYPICAL 3"X13" BULLNOSE

PORCELAIN TILE BASE

PORCELAIN TILE CUT TO 4"X20".

INSTALL WITH GR1.

B4 GR1

P7 P7 P7

EPOXY PAINT ONLY AT

SMOOTH FACE CMU

W7

 

G3

W7W4W6 W7

B1 GR1

GR2

GR2

GR2

GR2

GR2

 
 

5.

ALL EXPOSED WOOD TRIM TO BE STAINED WS1 (BRIGHT CHERRY SW3109-P) UNLESS OTHERWISE NOTED






































	1107-G001 Cover Sheet_022715
	1107-G101 EGRESS PLAN_022715
	1107-AS101 Architectural Site Plan_022715
	1107-A101 Architectural Floor Plan_022715
	1107-A102 Dimension Plan_022715
	1107-A103 Reflected Ceiling Plan_022715
	1107-A104 Roof Plan_022715
	1107-A201 Exterior Elevations_022715
	1107-A202 Interior Elevations_022715
	1107-A203 Interior Elevations_022715
	1107-A204 Interior Elevations_022715
	1107-A205 Interior Elevations_022715
	1107-A301 Building Sections_022715
	1107-A302 Wall Sections_022715
	1107-A303 Wall Sections_022715
	1107-A304 Wall Sections_022715
	1107-A501 Misc Details_022715
	1107-A502 Misc Details_022715
	1107-A503 Soffit Details_022715
	1107-A504 Door Details_022715
	1107-A505 Door Details_022715
	1107-A506 Window Details_022715
	1107-A507 Roof and Wall Details_022715
	1107-A601 Door Schedule and Types_022715
	1107-A602 Window Types_022715
	1107-I101 Interior Specifications_022715
	1107-I102 Reference Floor Plan_022715
	1107-I103 Interior Elevations_022715
	1107-I104 Interior Elevations_022715
	1107-I105 Interior Elevations_022715
	1415-143_Carson-Shelter-CIVIL-100%-Combined.pdf
	1.pdf
	2
	3
	4
	5
	6
	7
	8
	9
	10
	11
	12

	1415-143-Carson-Shelter-LANDSCAPE- 100%-Combined.pdf
	CC Animal Services L1 LANDSCAPE
	CC Animal Services L2 LANDSCAPE DETAILS
	CC Animal Services L3 MULCHING
	CC Animal Services L4 NOTES
	CC Animal Services L5 IRRIGATION
	CC Animal Services L6 IRRIG DETAILS

	1415-143-Carson-shelter-Plumb-100%-Combined.pdf
	15016 - P101 - Plumbing Plan Waste & Vent
	15016 - P102 - Plumbing Plan Water
	15016 - P103 - Plumbing Plan Medical Gas
	15016 - P104 - Plumbing Plan Gas
	15016 - P105 - Plumbing Roof Plan
	15016 - P501 -Plumbing Details
	15016 - P601 -Plumbing Schedules and General Notes
	15016 - P701 -Plumbing Waste and Vent Riser Diagram

	1415-143-Carson-shelter-Mechanical 100% Final.pdf
	15016 - M101 - Mechanical Plan
	15016 - M501 - Mechanical Details
	15016 - M502 - Mechanical Details
	15016 - M601 - Mechanical Schedules and General Notes
	15016 - M602 - Mechanical Schedules and General Notes

	1415-143-Carson-Shelter Electrical 100%-Combined.pdf
	Carson City Animal Services - E101 - Lighting Plan
	Carson City Animal Services - E102 - Receptacle Plan
	Carson City Animal Services - E103 - Special Systems Plan
	Carson City Animal Services - E104 - Power Plan - Mechanical
	Carson City Animal Services - E105 - Electrical Roof Plan
	Carson City Animal Services - E201 - Riser Diagram & Panel Schedules
	Carson City Animal Services - E202 - Electrical Legend & Sched-Details
	Carson City Animal Services - E203 - Electrical Legend & Sched-Details
	Carson City Animal Services - ES101 - Electrical Site Plan

	1415-143 Carson- structural-100%-Combined.pdf
	S0.1
	s0.1a
	S0.2
	s0.2a
	S0.3
	S0.3A
	S0.3B
	S0.3C
	S0.4
	S0.4A
	S0.5
	S100
	s101
	S200
	s201
	s300
	s400
	S500




